White Installation Tag

Installation Tag (White)

Installation Tag — Upon installation of any new fire protection system, the system
shall have a tag permanently affixed to the panel for fire detection and alarm and
fixed fire extinguishing systems. On Kkitchen fixed fire extinguishing systems, the tag
shall be permanently affixed to the side of the fire suppression system control box.
The installation tag shall be a minimum of 2% inches by 2% inches. Maximum size
cannot exceed 5 inches by 5 inches. The tag shall be white in color and have a self

adhesive backing.
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